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W/ WASHER, CUT
WASHER & NUT
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4" FIBER CANT
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LEVEL PLATFORM

1 1/2" RIGID INSULATION
COMPARABLE W/ ROOFING

B.U.R.

RIGID INSULATION,
R8.6.6

REMOVABLE SHEET MTL.
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MECHANICAL EQUIP.  SEE
MECHANICAL DRAWINGS
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WELDED WATER TIGHT

PRESSURE TREATED
WOOD NAILER

5/8" DIA. MACHINE BOLT
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STRUCTURAL STEEL
AS REQUIRED
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1/2" FIBER BOARD
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STRUCTURAL.

OPENING REINFORCMENT
IN METAL DECK,
SEE STRUCTURAL
(SHOWN DASHED)
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1/2" PLYWOOD,
TYP.

WEATHER
RESISTIVE
BARRIER, TYP. REVEAL
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BARRIER
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FLASHING TAPE

CENTRIA FORMABOND II
COMPOSITE METL PANEL, TO
BE REPLACE W/EIFS SYSTEM
PER ALT#2

6" METAL STUDS @ 16"O.C.

1/2" PLYWOOD

CONT. ALUMINUM EXTRUSION

SHEET METAL FLASHING
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SEALANT AND BACKER ROD

EIFS AND 2" RIGID INSULATION, R10

WEATHER RESISTIVE
BARRIER
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HSS BEAM.  REFER
TO STRUCTURAL

CORRUGATED
METAL PANEL

CONT. PLASTIC SHIM
AT EA METAL STUD

END DAM AND SEAL

SEAL PERIMETER W/
POLYURETHANE
SEALANT

METAL AND
COMPOSITION
CLOSURE
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WEATHER RESISTIVE
BARRIER

1/2" PLYWOOD
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3" L
AP
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.
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T 559 322 2444/ www.hmcarchitects.com

1827 E. Fir Avenue / Studio 103 / Fresno, CA 93720
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